
Project

Client

0 1"

Bar is one inch on
original size sheet

IssueNo. Checked Approved Date
Author Drafting Check

Designer Design Check

Project Manager

Project Director

Project No. Date ScaleThis document and the ideas and designs incorporated herein, as an instrument of professional service, is the property of
GHD.  This document may only be used by GHD’s client (and any other person who GHD has agreed can use this
document) for the purpose for which it was prepared and must not be used by any other person or for any other purpose.

www.ghd.com

Conditions of Use
Sheet No.

Title
ARCH D

Size

Sheet

of

Plot Date: Path and Filename: N:\US\Roseville\Projects\561\11201706\Digital_Design\LS 5 FM\Sheets\11201706-E1.dwgPlotted By: Jerry Ho4 January 2022 - 10:03 AM

CITY OF COLFAX

LIFT STATION 5 FORCE MAIN
IMPROVEMENTS

CR

LW 11201706 SEPTEMBER 2021 8

GHD Inc.
943 Reserve Drive, Suite 100
Roseville California 95678 USA
T 1 916 782 8688

ELECTRICAL SITE PLAN

E1 6NTS
JH

JH

MM

MM

PT
5055

PB 500CONTROL PANELC555 EXISTING EXISTING EXISTING

C555

PT 5055PB 500C555 1 3/4" PVC-40
#12 #122
#12 #122

C555

1

SHEET KEYNOTES

1. PROVIDE INTRINSICALLY SAFE RELAY IN JUNCTION BOX FOR PRESSURE TRANSMITTER.

2. USE EXISTING SPARE CONDUIT XA501 AND ROUTE (2) #12 AND (1) #12 GND FROM CP-LS-5
TO JUNCTION BOX. FIELD VERIFY SPARE 1" CONDUIT XA501.

3. PROVIDE 3/4" AND ROUTE (2) #12 AND (1) #12 GND FROM PB500 THROUGH THE JUNCTION
BOX TO DRY WELL PRESSURE TRANSMITTER.

4. PROVIDE LB FITTING FOR DRY WELL CONNECTION FROM JUNCTION BOX TO PRESSURE
TRANSMITTER.
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